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POWER GRID CORFPORATION OF INDLA LIMITED

B Camwnm v o Walad E idiee
Te/Ref : CC-ENGG-TR201808-1000794-SS1501-FPS-GTP Date : 19/03/2021
From : Abhay Kumar To: Bharat Heavy Electricals Limited
Senior GM Plot No.-7, Sector-142 Noida 201305

201305

Cc: Sr. DGM-Engg Elec. RHQ WR 1, Ch. Manager-
Engg Elec. RHQ WR 1, Sr. GM- PESM RHQ WR
2, DGM- Engg RHQ WR 2

Subject : Extension of 765kV Solapur, 765kV Aurangabad, 765kV Wardha, 400kV Khandwa, 400kV Rajgarh, 400kV
Champa, 400/220kV Itarsi & 400/220kV Jabalpur substations under WRSS-20

LOA Ref : CC-CS/901-WR2/SS-3931/3/G3/NOA-1/8864, CC-CS/901-WR2/SS-3931/3/G3/NOA-11/8865 Dated
29/07/2019

Please find enclosed following drawings/ documents for necessary action at your end.

Vendor Drg. No.:  TIPL-P-672-FPS-TDS-DV-02

Orgn.Drg. No. : TR201808-1000794-SS1501-FPS-GTP

RevisionNo. : 01

Drg. Title :  WARDHA S/S- FIRE PROTECTION SYSTEM - GTP

App. Category : CAT-I

Release Date : 19/03/2021 ity
Comments :  Documentis in order.

3rHIEa Suft/App. Category:
l. Whfsidper/fHTuT/2rgu & g TRl

Approved/released for fabrication/construction.

1. fsiber/fRnfor/ersy 2fn &g sqrifda/sRt serd f&e e fevaforat ue smeiert 6t affferd fisar T3 Puar Retsse exarasT sgrteTel wgd
Byl
Approved/released for fabrication/ construction subject to incorporation of comments and modification as noted. Revised
drawing required for approval.

M. feoforat afffeia B & IRid &1t Bl 3igATeTef yegd B3

To be resubmitted for approval after incorporating the comments.
V. oAl vd RebrE 2g)

For information and record.

REL-CON  fiwfor &g w1

Released for construction.

dle/Note:

1. Approval/Comments conveyed herein neither relieve the contractor of his contractual obligations and his responsibilities, weights,
quantities, design details assemble fits, performance particulars and conformity of the supplies with the Indian Statutory Laws as
may be applicable, nor does it limits the purchaser's right under the contract.

2. The approval conveyed vide this letter does not cover the approval of make for sub-vendor items.

Bt BrIfed: T, wiic TR 2, YT -29, TTEATH -122001, (ERATUM) ,GHTS: 0124-2571700-719
Corporate Office: “Saudamini”, Plot No. 2, Sector-29, Gurugram-122001, (Haryana) Tel.: 0124-2571700-719
Usilepd Braferd: ot -9, Hel SEIE]Me TRAT, BeaTian §3™, T8 faeei! -10016. THTT: 011-2656012, 26560121, 26564812, 26564892, HIATEEA: L40101DL1989GOI038121
Registered Office: B-9, Qutab Institutional Area, Katwaria Sarai, New Delhi-110016. Tel: 011-26560112, 26560121, 26564812, 26564892, CIN : L40101DL1989G0I038121
Website: www.powergridindia.com
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POWERGR'D POWER GRID CORPORATION OF INDIA LIMITED

(A Government of India Enterprise)

frmfar s/gHIgT / MANUFACTURER APPROVAL

ﬂ_d“-f : CC/QA&I/2021/Letter/086 fi®: 22.FEB 2021
TRATd®d! BT TH/ Name of M/s Technico (India) Pvt. Ltd

Proposer

T &1 98/ Name of M/s Technico (India) Pvt. Ltd

Manufacturer

Y. 3M13.U9 WWAT/ CIN Number U64203KA1978PLC003385

Frmtar o1 Ay 57A/1, B.T. Road-West Bengal

Address of Manufacturer City: Kolkata | Country: India | Pin/Zip Code: 700002
fatar ®#18/ Manufacturer Code | 3000000109

ATH 3R WuS faarury Mr Prasenjit Mullick

Name & Contact details +91- 9830860308 | PRASENJIT.MULLICK @ TECHNICO.CO.IN
Hq &1 ATH/ Item Name Deluge Valve for POWERGRID projects

e 31af¥l/ Validity period up to | 21.Feb.2022

Background details: M/s Technico (India) Pvt. Ltd, Kolkata have requested for their approval for supplying
Deluge Valve for POWERGRID projects. Based on review of submitted document, audit carried out your
works and subsequent compliance submission, we agree to the proposal for approval of M/s Technico (India)
Pvt. Ltd, Kolkata for supplying of aforementioned items for POWERGRID projects

Manufacturer shall be fully responsible for satisfactory performance of approved products. Please note that
the items supplied shall meet the requirements of POWERGRID Specifications/ Approved Drawing/ Data
Sheets/ GTP/MQP, relevant IEC/IS standards and project specific type tests. Manufacturer shall ensure that
the above documents are available at the works so that proper inspection is carried out without delay. If, at
any point of time, any abnormality is noticed in this regard, we reserve the right to increase our involvement
by way of additional inspection and/or additional customer inspection points (CIP) at any stage or withdraw
this approval with immediate effect.

Special Remarks: Being a level II item, first three Inspection shall mandatorily be carried out by
POWERGRID Inspection Engineer ( IE). Test report of DV to be submitted as per standard FAT checklist
(Copy attached)

Note 1: “The ministry of MSME has launched the “Financial Support to MSMEs in ZED certification scheme” for benefit of
MSMEs. MSME:s are requested to avail maximum benefits under the scheme. For more details on ZED, you may please visit this

link- (https://zed.org.in/).”

Note 2: Letter regarding- Non-Indulgence in Fraudulent / Unethical Practices attached.

SR 3RRT
JU HEWEYD (T° 31° Td f1°)
yfa: gwifta e srafeay

Enclosure: As above
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